
AC OR PVC
WATEB

MAIN

8'

INSULATOR
COUPLING

1" OR 2"
BLACK WELD COUPLING
WITH STEEL
NIPPLE

NOTE: FlfilNGS SHALL BE FLARED END CONNECTIONS
FOR 1" COPPER AND SWEAT BY THREADED FOR
2'COPPER.

SIZE X 1" or 2" SERVICE SADDLE

BRONZE CORPORATION STOP ( MIP X FIP )

1" M.A.R. - TYPE K COPPER ( ONE CONTTNUOUS PIECE )

2" M.A.R. - TYPE K COPPER OR BRASS NTPPLE ( ONE CONTINUOUS PIECE )

1" M,A.R. - BRONZE ANGLE BALL VALVE FOR (1)
2" M.A.F, - 360 DEGREE TEE ROTATION ANGLE BALL VALVE FOR (2)

2" SCHEDULE 40 PVC FEMALE 90

REDWOOD OR CONCBETE BLOCK ATTOP OF PIPE ZONE

VALVEWELLAND LID / 1" M.A,R. - 8" PVC STAND WITH 8" LID PEF STD DWG 5-3

2' M-A.R. - 1O'PVC STAND WITH 1O" LID PER STD DWG 5-3 r
LEGEND ON PLANS

STEEL

PIPE

BEVISIONS APPROVED DATE VISTA IRRI(iATION ÞISTRICT

ßUPDATED B, SMITH 03/25/11
-1'' & 2'' MANUAL AIR

RELEASES CI-YPE B)

UPDATED B. SMITH 03/1 6/1 6 RANDY WHITMANN
R.C.E. 60370

DATE

STD. DWG. 2-2


