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ITEM
NO. SIZE AND DISCRIPTION ITEM

NO. SIZEAND DISCRIPTION

1 SIZE X 4U OR 6U MJ / PO / FLX FLTEE I 4" OR 6U COMPANION FL

2 4'OR 6' FL 45 DEGREE BEND I 4" OFì 6" SCH 80 PVC, MALE ADAPTER
(sLrP x MALE THREAD )

3 4U OR 6U FLX FL RWGV 10 4" OR 6U SCH 80 PVC PIPE

4 4U OR 6U X 12" DUCTILE IRON SPOOL 11
10" DR14 WITH 10'SLOTTED LID

( sEE STD DWc 5-3 )

5 4'OR 6U X 18U MIN. DUCTILE IRON SPOOL 12 4U OR 6U SCH, 80 PVC FEMALE X ADAPT
6

6 4U OR 6U FL 90 DEGREE BEND 13
8'DR14 WITH 8" SLOTTED LID

( SEE STD DWG 5-3 )

7
VALVE &THRUST BLOCKING SEE
STD. DWG. 5-5 & 5-7

REVISIONS APPROVED DATE VISTA IRRIGATION DISTRICT

to
4" & 6u BLOW OFF

ASSEMBLY
TYPE A

BRIAN SMITH
R,C.E. 39926
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DATË

STANDABD onawruo $-$

jmiller
Typewritten Text
	

jmiller
Typewritten Text

jmiller
Typewritten Text

jmiller
Typewritten Text
John Amodeo

jmiller
Typewritten Text
12/02/99

jmiller
Typewritten Text
Updated

jmiller
Typewritten Text
Brian Smith

jmiller
Typewritten Text
 

jmiller
Typewritten Text
06/06/14

jmiller
Typewritten Text




